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GENERAL NOTES:

1. THE LOCATION OF THE EXISTING WATER AND GAS UTILITIES ARE BASED ON RECORDS
FROM SAID UTILITY COMPANIES AND ARE HORIZONTALLY FIELD LOCATED ONLY.
THE CONTRACTORS SHALL BE RESPONSIBLE FOR DETERMINING ACTUAL LOCATION.

2. CONTRACTOR TO UNCOVER AND MARK UTILITY LINES BEFORE CONSTRUCTION.

3. CONTRACTOR SHALL BEAR ALL RESPONSIBILITY AND COST OF REPAIR OR REPLACEMENT
OF EXISTING UTILITIES, DAMAGE OR INTERRUPTED AS A RESULT OF THIS CONSTRUCTION

PROJECT.

4. CONTRACTOR SHALL NOTIFY THE PROJECT ENGINEER AND THE OWNER OF ANY DAMAGED

OR INTERRUPTED UTILITIES IMMEDIATELY.

5. ALL SEWER LINES AND APPURTENANCES SHALL BE INSTALLED IN ACCORDANCE TO THE
FAYETTEVILLE WASTEWATER UTILITIES STANDARD SPECIFICATION FOR SANITARY SEWER

LATEST EDITION.

6. ALL WATER LINES AND APPURTENANCES SHALL BE INSTALLED IN ACCORDANCE TO THE

FAYETTEVILLE WATER DEPARTMENT REQUIREMENTS.

7. CONTRACTORS SHALL NOTIFY PROJECT ENGINEER PRIOR TO BEGINNING WORK.

8. CONTRACTOR IS TO PROTECT EXISTING STORM DRAINAGE SYSTEM.
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TAPE 18" FROM PIPE
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"CAUTION—BURIED SEWER
LINE BELOW”

A 12”7 MIN. FLOWABLE
FILL AROUND PIPE.

) FOR TRENCH WIDTHS
EXCEEDING 4" [1219mm]
REFER TO VA STANDARD
DETAIL 32 12 16—02 "TYPE
2 UTILITY TRENCH PATCH".
FOR TRENCH WHERE
PORTLAND CEMENT
CONCRETE (PCC) PAVEMENT
EXISTS, REFER TO 32 12

16—03 "TYPE 3 UTILITY

A TRENCH PATCH”.

4 3" MINIMUM TOPSOIL THICKNESS

VARIES
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1"—6" TYP.

1'—0" TYP.

u NEW SOD MUST EXTEND 2'-0”
MINIMUM PAST TRENCH OPENING.

J—SEWER LINE ALL OTHER DAMAGED EARTH AND

VEGETATION AS A RESULT OF

KEYED NOTES O

1. REPLACE EXISTING 47 SANITARY SEWER LINE (AND CLEANOUT TO GRADE) BETWEEN BUILDING

21 AND MANHOLE #4 WITH NEW

2. EXISTING IRRIGATION SPRINKLER

3. EXISTING TREE CONTRACTOR SHALL REMOVE TREE AND REPLANT IN SAME LOCATION OR

4" SDR 26 PVC.

HEAD.

REPLACE TREE OF SAME SPECIES AND SIZE IN SAME LOCATION.

CONSTRUCTION MUST BE
REPAIRED AND REPLACED.

1’—0" TYP.

_—UNDISTURBED
EARTH @ BENCH AS REQUIRED BY OSHA

4-0" MAX. @
[1219mm]

REFER TO VA STANDARD DETAIL
32 90 00 "PLANTING” FOR
ADDITIONAL INFORMATION.

NOTES:

CONTRACTOR SHALL LOCATE ALL EXISTING UTILITIES IN ACCORDANCE WITH THE ARKANSAS
UNDERGROUND FACILITIES DAMAGE PREVENTION ACT.
CONTRACTOR MAKE A TELEPHONE CALL TO THE ARKANSAS ONE—-CALL SYSTEM AT 2.
1-800—-482-8998 AT LEAST TWO WORKING DAYS PRIOR TO EXCAVATING TO ENSURE THAT ANY

EXISTING UTILITIES CAN BE LOCATED.

THIS LAW REQUIRES THAT THE

1. THE CONTRACTOR SHALL PROVIDE ALL ITEMS NECESSARY TO CONNECT WITH ANY PART OF
THE EXISTING SEWER SYSTEM THAT WILL REMAIN IN ORDER TO ESTABLISH A SATISFACTORY
AND ACCEPTABLE SEWER SYSTEM.

CONTRACTOR TO CONSTRUCT ALL TRENCH EXCAVATION IN ACCORDANCE WITH ALL OSHA
REGULATIONS (29 CFR CH.XVII, SUBPART B).

@ TYPE 1 UTILITY TRENCH PATCH W/ FLOWABLE FILL

/—. EXISTING EARTH AND VEGETATION
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